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THIRD ANGLE

PROJECTION

ELECTRIC FIRE PUMP CONTROLLER

WITH AUTOMATIC TRANSFER SWITCH

NYC

Dpt of Building
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Notes:

- Protect equipment against drilling chips.

- Door swing equal to door width.

- Use watertight conduit and connector only.

- Side conduit entrance through removable gland plate recommended.

- Standard paint : textured red RAL 3002.

- All dimensions are in inches [millimeters].

- Center of the screen: 58-3/4" [1491] from bottom (no feet).
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