APDD

MODEL

BUILT TO UL 508A STANDARD.
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GPD 2 diesel fire pump controller
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ON: Bell activated by input
OFF: Input does NOT activate bell
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SW1 POSITIONS

FOR 2 DIESEL FIRE PUMP CONTROLLERS

Schematic

ALARM PANEL
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GPD 1 diesel fire pump controller

SW4 POSITIONS

120V: 120Vac
240V: 220-240Vac
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ALARM PANEL MODEL : APDD
FOR 2 DIESEL FIRE PUMP CONTROLLERS

Dimensions BUILT TO UL 508A STANDARD.
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Drawing for information only.
Manufacturer reserves the right to modify this drawing without notice.
For drawing for approval or installation, please contact manufacturer.
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